COOLING STRATEGIES BASED ON INDICATORS OF THERMAL STORAGE IN COMMERCIAL BUILDING MASS

Joseph H. Eto
Energy Efficient Buildings Program, Applied Science Division
Lawrence Berkeley Laboratory, University of California
Berkeley, California 94720

ABSTRACT
Building thermal mass and multi-day regimes of hot weather are important, yet poorly understood, contributors to cooling energy requirements. This paper develops load-shifting sub-cooling and pre-cooling equipment operating strategies to address a specific instance of this phenomenon, in which thermal storage by building mass over weekends exacerbates Monday cooling energy requirements. The study relies on computer simulations of energy use for a large, office building prototype in El Paso, TX using the DOE-2 building energy analysis program. The economic value of the strategies is evaluated with direct reference to utility rate schedules and a crude measure of thermal storage is related to the energy impact of the strategies. The indicators are based on core zone air temperatures, which are sampled at night when HVAC systems are not in use. The suggestion is made that the results and proposed strategies could be adapted for use by computerized energy management systems to reduce building energy operating costs.

INTRODUCTION
The energy costs of commercial buildings are strongly determined by electricity requirements for cooling. The costs of meeting these requirements include peak demand and on-peak energy use charges to the user, and capital requirements for investment by the utility. Building thermal mass and multi-day regimes of hot weather are important, yet poorly understood, contributors to cooling energy requirements. With the advent of computers, however, sophisticated models of heat transfer in buildings can be used to study the impact of these factors on building energy performance at an unprecedented level of detail. Armed with these tools, detailed results from the research community can now be applied to the development of operating strategies that reduce energy use and costs. This study uses one such computer-based model to study the impact of thermal storage in building mass on commercial building cooling loads. Previous work, which provides the context for the development of these strategies, is briefly reviewed.

MODELING THERMAL STORAGE IN BUILDING MASS
The DOE-2 building energy analysis program (version DOE-2.1C) was used to study the effects of thermal mass on commercial building cooling requirements. The DOE-2 program was developed by the Lawrence Berkeley and Los Alamos National Laboratories for the Department of Energy to provide architects and engineers with a state-of-the-art tool for estimating building energy performance (2). Four features make DOE-2 particularly applicable to the study of thermal storage in building mass:

1. Heating and cooling loads are calculated on an hourly basis.
2. The dynamic effects of structural mass on the thermal storage characteristics of a building can be studied using "weighting factors," which account for the time delay between an instantaneous heat gain and the resultant cooling load. Separate weighting factors are used for solar radiation entering through the windows, general lighting, task lighting, heat generated by people and equipment, and energy entering the room by conduction through the walls (3).
3. The operation of the building can be completely specified by user-inputs.
4. The user can enter a customized utility rate schedule structure to study time-of-day rate schedules imposed by lighting, equipment, and people to exacerbate cooling energy requirements. During the weekend, HVAC systems are not in operation and heat gains from translation, conduction, infiltration, and energy-using equipment are allowed to "charge" the thermal mass of the structure. To maintain comfort conditions on Mondays, HVAC equipment must work harder to compensate for increased heat gains released by the building mass. In so doing, energy use is increased as is the likelihood of recording a peak demand. In the present paper, these results are extended with the development of cooling strategies that are based on measures of thermal storage by building mass.

BACKGROUND
This section describes the components of the study to develop cooling strategies that mitigate the impact of thermal storage in building mass on commercial building cooling loads. Previous work, which provides the context for the development of these strategies, is briefly reviewed.

MODELING THERMAL STORAGE IN BUILDING MASS
The DOE-2 building energy analysis program (version DOE-2.1C) was used to study the effects of thermal mass on commercial building cooling requirements. The DOE-2 program was developed by the Lawrence Berkeley and Los Alamos National Laboratories for the Department of Energy to provide architects and engineers with a state-of-the-art tool for estimating building energy performance (2). Four features make DOE-2 particularly applicable to the study of thermal storage in building mass:

1. Heating and cooling loads are calculated on an hourly basis.
2. The dynamic effects of structural mass on the thermal storage characteristics of a building can be studied using "weighting factors," which account for the time delay between an instantaneous heat gain and the resultant cooling load. Separate weighting factors are used for solar radiation entering through the windows, general lighting, task lighting, heat generated by people and equipment, and energy entering the room by conduction through the walls (3).
3. The operation of the building can be completely specified by user-inputs.
4. The user can enter a customized utility rate schedule structure to study time-of-day rate schedules imposed by lighting, equipment, and people to exacerbate cooling energy requirements. During the weekend, HVAC systems are not in operation and heat gains from translation, conduction, infiltration, and energy-using equipment are allowed to "charge" the thermal mass of the structure. To maintain comfort conditions on Mondays, HVAC equipment must work harder to compensate for increased heat gains released by the building mass. In so doing, energy use is increased as is the likelihood of recording a peak demand. In the present paper, these results are extended with the development of cooling strategies that are based on measures of thermal storage by building mass.

BACKGROUND
This section describes the components of the study to develop cooling strategies that mitigate the impact of thermal storage in building mass on commercial building cooling loads. Previous work, which provides the context for the development of these strategies, is briefly reviewed.

MODELING THERMAL STORAGE IN BUILDING MASS
The DOE-2 building energy analysis program (version DOE-2.1C) was used to study the effects of thermal mass on commercial building cooling requirements. The DOE-2 program was developed by the Lawrence Berkeley and Los Alamos National Laboratories for the Department of Energy to provide architects and engineers with a state-of-the-art tool for estimating building energy performance (2). Four features make DOE-2 particularly applicable to the study of thermal storage in building mass:

1. Heating and cooling loads are calculated on an hourly basis.
2. The dynamic effects of structural mass on the thermal storage characteristics of a building can be studied using "weighting factors," which account for the time delay between an instantaneous heat gain and the resultant cooling load. Separate weighting factors are used for solar radiation entering through the windows, general lighting, task lighting, heat generated by people and equipment, and energy entering the room by conduction through the walls (3).
3. The operation of the building can be completely specified by user-inputs.
4. The user can enter a customized utility rate schedule structure to study time-of-day rate schedules imposed by lighting, equipment, and people to exacerbate cooling energy requirements. During the weekend, HVAC systems are not in operation and heat gains from translation, conduction, infiltration, and energy-using equipment are allowed to "charge" the thermal mass of the structure. To maintain comfort conditions on Mondays, HVAC equipment must work harder to compensate for increased heat gains released by the building mass. In so doing, energy use is increased as is the likelihood of recording a peak demand. In the present paper, these results are extended with the development of cooling strategies that are based on measures of thermal storage by building mass.

BACKGROUND
This section describes the components of the study to develop cooling strategies that mitigate the impact of thermal storage in building mass on commercial building cooling loads. Previous work, which provides the context for the development of these strategies, is briefly reviewed.

MODELING THERMAL STORAGE IN BUILDING MASS
The DOE-2 building energy analysis program (version DOE-2.1C) was used to study the effects of thermal mass on commercial building cooling requirements. The DOE-2 program was developed by the Lawrence Berkeley and Los Alamos National Laboratories for the Department of Energy to provide architects and engineers with a state-of-the-art tool for estimating building energy performance (2). Four features make DOE-2 particularly applicable to the study of thermal storage in building mass:

1. Heating and cooling loads are calculated on an hourly basis.
2. The dynamic effects of structural mass on the thermal storage characteristics of a building can be studied using "weighting factors," which account for the time delay between an instantaneous heat gain and the resultant cooling load. Separate weighting factors are used for solar radiation entering through the windows, general lighting, task lighting, heat generated by people and equipment, and energy entering the room by conduction through the walls (3).
3. The operation of the building can be completely specified by user-inputs.
4. The user can enter a customized utility rate schedule structure to study time-of-day rate schedules imposed by lighting, equipment, and people to exacerbate cooling energy requirements. During the weekend, HVAC systems are not in operation and heat gains from translation, conduction, infiltration, and energy-using equipment are allowed to "charge" the thermal mass of the structure. To maintain comfort conditions on Mondays, HVAC equipment must work harder to compensate for increased heat gains released by the building mass. In so doing, energy use is increased as is the likelihood of recording a peak demand. In the present paper, these results are extended with the development of cooling strategies that are based on measures of thermal storage by building mass.

BACKGROUND
This section describes the components of the study to develop cooling strategies that mitigate the impact of thermal storage in building mass on commercial building cooling loads. Previous work, which provides the context for the development of these strategies, is briefly reviewed.

MODELING THERMAL STORAGE IN BUILDING MASS
The DOE-2 building energy analysis program (version DOE-2.1C) was used to study the effects of thermal mass on commercial building cooling requirements. The DOE-2 program was developed by the Lawrence Berkeley and Los Alamos National Laboratories for the Department of Energy to provide architects and engineers with a state-of-the-art tool for estimating building energy performance (2). Four features make DOE-2 particularly applicable to the study of thermal storage in building mass:

1. Heating and cooling loads are calculated on an hourly basis.
2. The dynamic effects of structural mass on the thermal storage characteristics of a building can be studied using "weighting factors," which account for the time delay between an instantaneous heat gain and the resultant cooling load. Separate weighting factors are used for solar radiation entering through the windows, general lighting, task lighting, heat generated by people and equipment, and energy entering the room by conduction through the walls (3).
3. The operation of the building can be completely specified by user-inputs.
4. The user can enter a customized utility rate schedule structure to study time-of-day rate schedules
Proceedings of the Second Symposium on Improving Building Systems in Hot and Humid Climates, College Station, TX, September 24-26, 1985

The WE-2 program has been validated in many other climates. It is anticipated that similar results will be obtained, prima facie. Future studies for other climates are anticipated.

The hot, dry climate of El Paso was represented by a WYEC weather tape (8). WYEC data were used to investigate thermal storage effects in a region of the country where cooling requirements are high.

The use of differences in total HVAC electricity consumption differs for many thermal mass studies (9,10). These studies concentrate on HVAC load deposits, with little discussion of resulting electricity consumption. This practice, while highly appropriate for many purposes, can lead to misleading conclusions from the standpoint of evaluating potential operating savings. Economizer cycles and equipment efficiencies must be accounted for in order to determine net energy savings on which to base alternative operating decisions.

The study found that annual peak demand occurred on a Monday in every simulation of the 5-day schedule of operation. Further, peak monthly demand occurred on Mondays for 26.7% of the winter months examined. An additional 10% of the monthly peak demands occurred on Tuesdays following Fourth of July week.

The choice of climate reflected a desire to investigate thermal storage effects in a region of the country where cooling requirements are high. The high temperatures for the El Paso climate can be determined, given facts. Future studies for other climates are suggested.

LARGE OFFICE BUILDING PROTOTYPE

A large office building prototype was selected for the study because such buildings are good candidates for the implementation of load-shifting cooling strategies that utilize building thermal mass. Large office buildings have substantial thermal mass as well as loads that are typically dominated by internal gains. Importantly, large office buildings are equipped with sub-metered measurements to determine peak energy use and peak demands.

The prototype was based on an actual building in Indianapolis built in 1981. For this study, only the office tower complex was modeled. The complex consists of 38 floors and two basement levels. The tower is a flat-topped hexagon in cross-section, with approximately 41,000 square feet (1670 square meters) per floor, that tapers out to a larger base at the bottom floors. The building structure is a steel frame with 4 inches (10 cm) of limestone cladding. The tower is about 25% double-paned, bronze-tinted glass, predominantly on the NW and SE faces. HVAC equipment was designed to study the effects of thermal mass and have been extensively instrumented.

The study found that annual peak demand occurred on a Monday in every simulation of the 5-day schedule of operation. Further, peak monthly demand occurred on Mondays for 26.7% of the winter months examined. An additional 10% of the monthly peak demands occurred on Tuesdays following Fourth of July week.
For the 5-day operating schedule, no monthly peak demand occurred on a Friday, Saturday, Sunday, or Holiday. Finally, every monthly peak demand was greater than the corresponding month's peak demand under the 7-day operating schedule.

Total daily electricity use and peak demand on Mondays were consistently higher under the 5-day schedule of operation. These results were statistically significant at a level of 3 standard deviations. Total electricity consumption on Monday increased an average of 5% (standard deviation = 1.6%), while Monday peak demand increased an average of 3% (standard deviation = 1.0%).

Comparisons of weekend interior air temperatures confirmed that increases in Monday electricity use and peak demand are related to thermal storage by the building mass. Net energy gains by the building mass result in higher interior temperatures when the HVAC systems are not in operation. Figure 1 plots one set of core zone air temperatures for each hour from Friday through Monday for both operating schedules. Under the 7-day operating schedule, the core zone air temperature follows a regular pattern as the HVAC system responds to the ambient weather pattern. During operating hours, air temperatures are driven down to the 78 F (26 C) setpoint. During non-operating hours, temperatures float upward rapidly reaching a plateau around 82 F (28 C). Under a 5-day operating schedule, the core air temperature continues to float upward following Friday operation reaching a maximum of 88 F (31 C) on Sunday, about 6 F (3 C) higher than the maximum reached under the 7-day operation.

Not surprisingly, the average of Sunday peak core temperatures were always higher under the 5-day operating schedule. Average Sunday peak core air temperatures averaged 86.2 F (30.1 C) with a standard deviation of 0.3 F (0.2 C).

COOLING STRATEGY DEVELOPMENT AND ANALYSIS

Previous work describes the importance of Monday energy use and peak demands for building operating costs. This section describes how load-shifting cooling strategies can mitigate the energy cost impact of this thermal storage phenomenon.

LOAD-SHIFTING COOLING STRATEGIES

Monday on-peak electricity use and peak demands will be reduced by either minimizing thermal gains in the building over the weekend or removing these gains in a timely fashion. The former is largely the response of the building and its HVAC systems to exogenous forces, the weather, and hence is not subject to control by a building operator. The latter approach, therefore, forms the basis for the development of control strategies.

The energy use impact of two overlapping load shifting cooling strategies, pre-cooling and sub-cooling were examined. Pre-cooling refers to earlier starting times for the HVAC systems. Sub-cooling, used in conjunction with the first, refers to lower temperature air-sets-points during the pre-cooling period. Under normal operating conditions, the building HVAC systems are scheduled to start at 7 A.M. with a cooling set-point of 78 F (26 C). Pre-cooling start times of 6, 4, and 2 A.M. were combined with sub-cooling set-point temperatures of 78, 75, and 72 F (26, 24, and 22 C) for a total of nine parametric runs for each Monday in the summer.

Examination of the trade-offs between fan power and chiller operation is implicit in the choice of these parametric variations. Both ventilation quantities and the temperature of the ventilation air contribute to the removal of heat from the building mass. Figure 2 illustrates the effect of these trade-offs for one set of pre-cooling strategies.
Table 1 summarizes the changes in on- and off-peak electricity consumption for one Monday. Earlier start times and lower temperature set-points appear to reduce on-peak energy consumption and peak demand in a predictable fashion; the space cooling load has been shifted to an earlier time in the day, but the shifts have increased total electricity consumption.

Table 1. Load-shifting Cooling Results for July 12, 1985

<table>
<thead>
<tr>
<th>Start Time (AM)</th>
<th>Cool. Temp (F)</th>
<th>Change in Electricity (kW)</th>
<th>Change in Peak Demand (kW)</th>
<th>Change in On-peak Energy (kWh)</th>
<th>Change in Off-peak Energy (kWh)</th>
</tr>
</thead>
<tbody>
<tr>
<td>6</td>
<td>78</td>
<td>647</td>
<td>29</td>
<td>511</td>
<td>933</td>
</tr>
<tr>
<td>7</td>
<td>79</td>
<td>1806</td>
<td>45</td>
<td>620</td>
<td>2155</td>
</tr>
<tr>
<td>8</td>
<td>76</td>
<td>1079</td>
<td>62</td>
<td>829</td>
<td>698</td>
</tr>
<tr>
<td>9</td>
<td>71</td>
<td>49</td>
<td>35</td>
<td>57</td>
<td>477</td>
</tr>
<tr>
<td>10</td>
<td>72</td>
<td>2925</td>
<td>92</td>
<td>662</td>
<td>2786</td>
</tr>
<tr>
<td>11</td>
<td>75</td>
<td>2260</td>
<td>116</td>
<td>1110</td>
<td>660</td>
</tr>
<tr>
<td>12</td>
<td>78</td>
<td>1714</td>
<td>137</td>
<td>198</td>
<td>1780</td>
</tr>
<tr>
<td>13</td>
<td>79</td>
<td>1534</td>
<td>144</td>
<td>1678</td>
<td>1546</td>
</tr>
<tr>
<td>14</td>
<td>76</td>
<td>91</td>
<td>71</td>
<td>98</td>
<td>735</td>
</tr>
<tr>
<td>15</td>
<td>71</td>
<td>5226</td>
<td>150</td>
<td>575</td>
<td>515</td>
</tr>
</tbody>
</table>

Base-case operating conditions: start 7 AM, set point 78 F. On-peak hours are 8 AM-6 PM.

Table 2 summarizes the impact on on- and off-peak electricity consumption for all of the Mondays in a single summer season. On-peak energy decreases are related directly to off-peak energy increases and expressed as a ratio. The form of this presentation illustrates the efficiency of the building mass as a thermal storage device. Compared to ice or chilled water thermal storage devices, which are physically distinct from the building structure, the magnitudes of the impacted and associated efficiencies are low. Nevertheless, there is no additional capital cost associated with this form of thermal storage.

Table 2. Summary of Load-shifting Cooling Strategy Impacts

<table>
<thead>
<tr>
<th>Start Time (AM)</th>
<th>Cool. Temp (F)</th>
<th>Change in Peak Demand (kW)</th>
<th>Change in On-peak Energy (kWh)</th>
<th>Change in Off-peak Energy (kWh)</th>
</tr>
</thead>
<tbody>
<tr>
<td>6</td>
<td>78</td>
<td>647</td>
<td>511</td>
<td>933</td>
</tr>
<tr>
<td>7</td>
<td>79</td>
<td>1806</td>
<td>620</td>
<td>2155</td>
</tr>
<tr>
<td>8</td>
<td>76</td>
<td>1079</td>
<td>829</td>
<td>698</td>
</tr>
<tr>
<td>9</td>
<td>71</td>
<td>49</td>
<td>57</td>
<td>477</td>
</tr>
<tr>
<td>10</td>
<td>72</td>
<td>2925</td>
<td>662</td>
<td>2786</td>
</tr>
<tr>
<td>11</td>
<td>75</td>
<td>2260</td>
<td>1110</td>
<td>660</td>
</tr>
<tr>
<td>12</td>
<td>78</td>
<td>1714</td>
<td>198</td>
<td>1780</td>
</tr>
<tr>
<td>13</td>
<td>79</td>
<td>1534</td>
<td>1678</td>
<td>1546</td>
</tr>
<tr>
<td>14</td>
<td>76</td>
<td>91</td>
<td>98</td>
<td>735</td>
</tr>
<tr>
<td>15</td>
<td>71</td>
<td>5226</td>
<td>575</td>
<td>515</td>
</tr>
</tbody>
</table>

From this information, we can make the following general observations:

1. For the range of variation examined, earlier start-times (pre-cooling) have greater impacts on consumption than lower set-points (sub-cooling).
2. The effect of earlier start-times is to diminish the efficiency of the thermal storage; off-peak consumption increases faster than the decrease in on-peak consumption.
3. The 75 F (22 C) set-point appears to represent a local maximum for sub-cooling.
4. The most efficient strategies are also the least well-defined; they have the largest standard deviation.

Future studies to further develop and characterize the energy impact of these and other load-shifting cooling strategies are envisioned.

Table 3 presents average impact and standard deviations for the nine strategies. These statistics indicate that each strategy has a characteristic load impact and that these impact follow a consistent pattern.

Table 3. Average Impact of Load-shifting Cooling Strategies

<table>
<thead>
<tr>
<th>Start Time (AM)</th>
<th>Cool. Temp (F)</th>
<th>Change in Peak Demand (kW)</th>
<th>Change in On-peak Energy (kWh)</th>
<th>Change in Off-peak Energy (kWh)</th>
</tr>
</thead>
<tbody>
<tr>
<td>6</td>
<td>78</td>
<td>647</td>
<td>511</td>
<td>933</td>
</tr>
<tr>
<td>7</td>
<td>79</td>
<td>1806</td>
<td>620</td>
<td>2155</td>
</tr>
<tr>
<td>8</td>
<td>76</td>
<td>1079</td>
<td>829</td>
<td>698</td>
</tr>
<tr>
<td>9</td>
<td>71</td>
<td>49</td>
<td>57</td>
<td>477</td>
</tr>
<tr>
<td>10</td>
<td>72</td>
<td>2925</td>
<td>662</td>
<td>2786</td>
</tr>
<tr>
<td>11</td>
<td>75</td>
<td>2260</td>
<td>1110</td>
<td>660</td>
</tr>
<tr>
<td>12</td>
<td>78</td>
<td>1714</td>
<td>198</td>
<td>1780</td>
</tr>
<tr>
<td>13</td>
<td>79</td>
<td>1534</td>
<td>1678</td>
<td>1546</td>
</tr>
<tr>
<td>14</td>
<td>76</td>
<td>91</td>
<td>98</td>
<td>735</td>
</tr>
<tr>
<td>15</td>
<td>71</td>
<td>5226</td>
<td>575</td>
<td>515</td>
</tr>
</tbody>
</table>

Table 2 presents average impact and standard deviations for the nine strategies. These statistics indicate that each strategy has a characteristic load impact and that these impact follow a consistent pattern.

Table 3. Average Impact of Load-shifting Cooling Strategies

<table>
<thead>
<tr>
<th>Start Time (AM)</th>
<th>Cool. Temp (F)</th>
<th>Change in Peak Demand (kW)</th>
<th>Change in On-peak Energy (kWh)</th>
<th>Change in Off-peak Energy (kWh)</th>
</tr>
</thead>
<tbody>
<tr>
<td>6</td>
<td>78</td>
<td>647</td>
<td>511</td>
<td>933</td>
</tr>
<tr>
<td>7</td>
<td>79</td>
<td>1806</td>
<td>620</td>
<td>2155</td>
</tr>
<tr>
<td>8</td>
<td>76</td>
<td>1079</td>
<td>829</td>
<td>698</td>
</tr>
<tr>
<td>9</td>
<td>71</td>
<td>49</td>
<td>57</td>
<td>477</td>
</tr>
<tr>
<td>10</td>
<td>72</td>
<td>2925</td>
<td>662</td>
<td>2786</td>
</tr>
<tr>
<td>11</td>
<td>75</td>
<td>2260</td>
<td>1110</td>
<td>660</td>
</tr>
<tr>
<td>12</td>
<td>78</td>
<td>1714</td>
<td>198</td>
<td>1780</td>
</tr>
<tr>
<td>13</td>
<td>79</td>
<td>1534</td>
<td>1678</td>
<td>1546</td>
</tr>
<tr>
<td>14</td>
<td>76</td>
<td>91</td>
<td>98</td>
<td>735</td>
</tr>
<tr>
<td>15</td>
<td>71</td>
<td>5226</td>
<td>575</td>
<td>515</td>
</tr>
</tbody>
</table>

For this information, we can make the following general observations:

1. For the range of variation examined, earlier start-times (pre-cooling) have greater impacts on consumption than lower set-points (sub-cooling).
2. The effect of earlier start-times is to diminish the efficiency of the thermal storage; off-peak consumption increases faster than the decrease in on-peak consumption.
3. The 75 F (22 C) set-point appears to represent a local maximum for sub-cooling.
4. The most efficient strategies are also the least well-defined; they have the largest standard deviation.

Future studies to further develop and characterize the energy impact of these and other load-shifting cooling strategies are envisioned.

ECONOMIC ANALYSIS

The value of these shifts in load and, hence, the desirability of selecting one of these strategies is completely determined by the rate schedule of the local utility. We now consider a hypothetical time-of-day electric rate schedule and illustrate how the value of a strategy can be calculated.

Under time-of-day rates, the price of electricity is determined by consumption during utility-defined time periods. The desirability of one load-shifting strategy over another is determined by the magnitude of electricity shifted and the price differential of that electricity. Analytically,

\[ \text{Value} = \sum_{i} (E_i - E'_i) \times P_i \]

(1)

Proceedings of the Second Symposium on Improving Building Systems in Hot and Humid Climates, College Station, TX, September 24-26, 1985
where:

- \( E \) = Base case electricity consumption
- \( E' \) = Strategy case electricity consumption
- \( P \) = Price of electricity
- \( T \) = Time-of-day period
- \( n \) = Number of time-of-day periods

A more convenient expression for our idealized on- and off-peak rate structure involves the solution for a threshold value. In the formulation for our time-of-use rate, the threshold value is defined by the ratio of off- to on-peak electricity prices.

Threshold Value = \( \frac{E_{\text{off}}}{E_{\text{on}}} \times \frac{P_{\text{on}}}{P_{\text{off}}} \)

In this expression, comparing the ratio of the loads shifted to the ratio of prices determines the desirability of a strategy, mass studies (9,10). Substituting the appropriate quantities for the on- and off-peak price of electricity determines the threshold value. If the ratio of the load shifted falls below this value, the strategy is not profitable; the further above this threshold, the more profitable the strategy. Intuitively, the threshold value may be thought of as the point where off-peak electricity cost reductions just equal off-peak electricity cost increases. Table 2, therefore, also represents the threshold value of the load-shifting impact of each strategy.

For example, few strategies are cost-effective under systeit U.S. utility rate schedules. Most time-of-use price differentials are too small to justify the implementation of these load-shifting strategies; the on-peak energy savings are always smaller than the off-peak energy cost increases. For example, if on-peak energy charges are \$0.05/kWh and off-peak charges are \$0.03/kWh, then the threshold value is 0.417, which is above the corresponding values of most of the strategies.

IMPLEMENTING LOAD-SHIFTING COOLING STRATEGIES

This section describes the development of a crude mechanism for implementing the load-shifting cooling strategies developed in the last section. The mechanism is based on a measure of thermal storage in building mass. The development of this indicator provides the linkage between the load-shifting cooling strategies previously outlined and the Monday Effect they seek to address.

The work by Eto and Powell previously cited identified several measures of thermal storage and correlated them with Monday electricity consumption and peak demand (1). Sunday peak core temperature was found to yield the best correlation with electricity use and peak demand. Total electrical consumption was found to correlate with Sunday peak core temperature than with peak electrical demand. This earlier finding was used as a starting point for the development of correlations for each of the cooling strategies. The ratio of the changes in on- to off-peak energy use was regressed against

\[
\text{Sunday peak core temperature} = A \times \text{on-peak energy} + B \times \text{off-peak energy}
\]

The low R-squared terms associated with these regressions indicate that Sunday peak core temperatures provide only a partial explanation for the on- and off-peak energy use impact of the cooling strategies. This was not an unexpected result. Thermal storage over the weekend is only one component of the Monday cooling energy requirements of buildings. An obvious contributor not examined was the weather on Monday.

Monday weather, nevertheless, is outside the boundary of the present work. The present work seeks to develop cooling strategies, which are deployed in anticipation of impending increases in energy use based on indicators of thermal storage. It is, in this respect, too late to deploy a strategy once Monday has arrived.

A possible outcome of this work can be easily visualized: A computerized energy management system, upon the receipt of information from temperature sensors on Sunday, calculates load impact for a range of potential cooling strategies via regression equations of the type developed from our simulation. The optimums, of course, would be unique to each building. Then, based on the current rate schedule, the strategy that sustained energy cost savings would be implemented.

SUMMARY

A computer model was used to study the thermal storage impact of commercial building thermal mass on cooling energy use and costs. Load-shifting cooling strategies were developed to mitigate the impact of increased electrical use and temperature demands on Mondays. An earlier study demonstrated the importance of Monday energy demands by documenting how the building mass acts as a thermal storage device during the weekend shut-down of HVAC systems. A simple framework was developed to evaluate the economic value of these strategies with direct reference to time-of-day electric rate schedules. Finally, a crude indicator of thermal energy storage in building mass was related to the load-shifting cooling strategies. It is suggested that correlations of this type could be used by computerized energy management systems to reduce building operating energy costs.
ACKNOWLEDGMENT

The work described in this report was funded by the Assistant Secretary for Conservation and Renewable Energy, Office of Building Energy Research and Development, Buildings Systems Division of the U.S. Department of Energy under Contract No. DE-AC03-76SF00098.

REFERENCES


Proceedings of the Second Symposium on Improving Building Systems in Hot and Humid Climates, College Station, TX, September 24-26, 1985